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SHEET NOTES

(1) DISCONNECT, REMOVE AND RELOCATE (E) EWERGENCY BATTERY
PACK TO ACCOMODATE NEW DOOR. EXTEND (E) CIRCUIT T0 NEW
LOCATION AND CONNECT COMPLETE.

) REMOVE (F) ELECTRICAL EQUIPMENT AND DEVICES. RE-INSTALL
AFTER NEW 2-HOUR WALL CONSTRUCTION. PROVIDE THROUGH
PENETRATION PROTECTION SYSTEM FOR (E) CONDUTS AND
2-HOUR ENCLOSURE FOR (E) EQUIPMENT AND DEVCES.
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(&) PROVIDE A REVISED TYPED PANEL SCHEDULE

@ (E) PANEL 80A1A, 225A BUS, 480/277V, 38, 4W.
ADDED LOAD: CIRCUIT 21 = 405 WATTS
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1 SECOND FLOOR DEMOLITION AND CONSTRUCTION KEY PLAN

'+—TD TERMINATION CAN
SEE DWG. 4BSOE104A[FOR
DETALS TO ZONE 1H4

N 2ND FLOOR STAIRWAY
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@ SCALE: 1/16” = 1'-0"

@ Eﬁzsumc DETECTOR, SD-06-080,. ZONE
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6. BREAK EXISTING LOOPED AND INTERCEPT
N) DOOR HOLD OPEN SMOKE DETECTORS.

NOT USED
FOR CONTNUATION, SEE (2)
°
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CONDUIT/WIRING TO THE TRACK BUILT-IN SMOKE

SEE TYPICAL DETAL @

1) wor use
@ NOT USED

T = 678 WATTS 2\ ENLARGED PLAN /" 3\ ENLARGED PLAN
CB) FOR CONTNUATIN SEE @ SCALE: 1/8" = 1'-0" w SCALE: 1/8" = 70"
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